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Pursuant to 1C 22-12-2-6, the Indiana Fire Preventioff and
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Ron Brown
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John Hawkins, Ch:
James Jordan
Matt Mitchell, Vice-Chairma;
Patrick Rlchard

J essn:a
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Fitzpatrick, Code Specialist

Stearns, Code Specialist

h Sutor, Secretary

ames Schmidt, Deputy Attomey General

b A State that Works
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2. Old Business

Chairman Hawkins called for any corrections or a motion for approval of the
minutes, Commissioner Richard moved to approve, with the second by Co
It was voted upon and carried.

3. Non-Rule Policy by State Fire Marshal

psis GEthe Non-Rule Policy
, supersedes table 405.2 of the _
nsider a school who replaces two &

Kevin Troy, Fire and Building Code Enforcement, presented
by the State Fire Marshal. IC 20-34-3-20, as amended TuI
Indiana Fire Code. The non-rule policy states that they
emergency evacuation drills with one tornado drill an
cach semester to be in compliance with the frequen
educational occupancy. Commissioner Brown moved to ap
Commissioner Jordan. It was voted upon and carried.

Lh

; 405.2 for an
ond by

the meantime, the town government is logki
which have not been approved by the Com

plying their own interpretation to
peaker, as it was intended to be interpreted. He
' building issues are listed in the zoning
Deputy Attorney General, it was felt that

@ Commission. A letter stating the opinion of the
, and Chalrman Hawkins and State Building Law

Board are due to expire. No one was available to provide any
further discussion was held.




A/B variances

15-02-01(a)(b) Overiook Notre Dame Building 3, South Bend — incomplete

It was noted that the application had been filed five months ago, and no respo the local
fire official and local building official had been received despite staff co :
proponents. Commissioner Von Deylen moved to deny due to failure,
submission and the substance of the application, with the second by Co
was voted upon and carried.

16-05-03 3230 E. John Hinkle Place Unit B Windows, Blo

The application was incomplete and ineligible to be
table, with the second by Commissioner Scheurich. {

16-06-21 22" & Delaware, Indianapolis
16-06-22 St. Mary St. Mark, Carmel
16-06-73 4 Day Ray, Fishers

The variances were no longer
Von Deylen moved to approve
voted upon and carried.

eligible for the b vote. Commissioner
mmissioner Scheurich. It was

ting. The applicant had been asked to provide information, but had made
s decided that he would be contacted one final time. Commissioner Von
able, with the second by Commissioner Scheurich. It was voted upon and

available for questions. Commissioner Scheurich moved to table, with the
issioner Von Deylen. It was voted upon and carried.



16-04-04 Magdalene House Women’s Shelter Remodel, Martinsville

No proponent was available for questions. Commissioner Furnish moved to tab
second by Commissioner Von Deylen. It was voted upon and carried.
16-05-02 Removable Staircase Plastic Chain, Peru - incomplete

The application was incomplete and ineligible to be heard. Commi
table, with the second by Commissioner Scheurich. It was voted

; Scheurich moved to
table, with the second by Commissioner Jordan. It was voted ups@ iind carried.

The application was incomplete and indoi isgioner Scheurich moved to
and carried.

%510n, Commissioner Mitchell moved to approve, with the
second by Commf ichard. It was voted upon and carried.

Melissa Tupper)
Deylen moved t

M Consultants, spoke as proponent. She requested it be tabled. Commissioner Von
le, with the second by Commissioner Scheurich. It was voted upon and carried.

c)(d)(e))(g) Emerald Acres Wedding Barn, Zionsville

adshaw, FP&G Consultants, spoke as proponent. Also presenting was Josh Frost, Zionsville
Fire Department. The proponent provided an updated plan, an architect for the project having recently
been retained. The hundred year old heavy timber barn was being converted to an assembly occupancy



with two stories and a basement area using Chapter 34. The basement was not to be used due to low

Frost, Zionsville Fire Department, had asked about enclosing the stairway by the baseny
about the loading of the second floor. He also asked that the new stairs be compliant,
of the Chapier 34 be submitted. The proponent noted that the structural enginegs

Commissioner Brown. It was voted upon and carried.

16601 Hoops, Frankfort — incomplete

The application had been filed in October of 2013, anddg
proponent by staff several times. Commissioner Scheurich mov§
complete submission and the substance of the application, with tho g
was voted upon and carried.

ete despite contact of the
the failure to provide a
by Commissioner Mitchell. It

16671 Geiger Tank, Markle —inco

Commissioner Brown moved to*able, witllithe second

missioner Scheurich. It was voted upon
and carried. :

ommissioner Scheurich. It was voted upon

W Hawkins called for any variances in the block vote to be called out. There were none.
fssioner Hawkins stated he would be abstaining from 16-06-62(a)(b) Campaign Flats
Apartments, Rushville, Commissioner Mitchell was abstaining from 16-06-63 Flmd Waste



Services, Cicero, and Commissioner Von Deylen was abstaining from 16-06-74 Kroger 895,
Fishers. Commissioner Scheurich moved to approve all eligible “A” and “B” varianc
second by Commissioner Mitchell. It was voted upon and carried.

The following variances were approved as submitted:

(1)
(2)
(3)
(4)
(5)
(6)
(7)
(8)
9)
(10)
(1D
(12)
(13)
(14)
(15)
(16)
(17)
(18)
(19)
(20)
(21)

16-06-03 Djenge, Indianapolis

16-06-04 Old Town Players, Vincennes
16-06-10(a)(b)(¢) David Turmham Elementary School, Dale
16-06-11 Batesville UMC, Batesville

16-06-12 Reitz High School, Evansville
16-06-13(a)}(b) IMS Grandstands Renovation, Spe
16-06-14 West Vigo Elementary School R

16-06-15 Storage Express NV 7, North V

16-06-16 Storage Express SB N, Sellersburg
16-06-17 Storage Express IN WW, Indianapolis
16-06-18 Storage Express JV CW, Jeffersonville
16-06-19 Greenwood Middle School Concession and Lock nwood
16-06-20(a)(b) CityWay Phas

16-06-23 K-0514-A0

16-06-24 Ash Bro
16-06-25 602 608

16-06-66 Storage Express JV P
orage Express NV-




16-06-02 Options for Better Living Housing Options I, Bloomington — incomplete

The application was incomplete and ineligible 1o be heard. Commissioner Scheurich moved {
the second by Commissioner Von Deylen. It was voted upon and carried.

16-06-06 4461 Delaware Street Project, Indianapolis

Tyrone Anderson, Branch Electric, spoke as proponent. His company
builder, and they then installed the electrical outlets in a kitchen
movable kitchen island. Upon a return trip to the project a mont
island, resting on a slab floor, had been installed without the
been cited for this error. The request was to allow the non-co
noted that the proponent had signed the application on
moved to table to allow the proponent to have the owngf
made the second. It was voted upon and carried.

Sayith the plans showing
aond a permanent kitchen
T outlets He, as the electrician, had
nt outlets. Following discussion, it wagd
ner’s Tin ommissioner Von Deylen
ommissioner Scheurich

16-06-07(a)b)(c X d)(e)f) Wedding Chapel/Worship House, Mooresvitle

An 80’x 80° barn was cogstfucted in 2013, 1 of 4
family weddin the barn, they had been
7 decided to turn it into a part-time,
poval for up to fifteen events per
. It is a slab on grade one story

Ed Rensink, RTM Consultants, spo,
barns on the 200 acre farm which g
approached to allow other wed
commercial operation. They had applied fo
year with an occupant load of 350, and hadge
structure with no kltchen Varlance (a) was t0 Q0

ow the use of rtable heating and cooling equipment
e use of HVAC equipment only during events and not
compliance report by the design professional

(d) was to omit
mit the enclosed

Hed. Commissioner Jordan asked about the loads
, and about the scissor truss system. Commissioner

ite plan and fire access road information. Commissioner Von Deylcn moved to
ioner Jordan. It was voted upon and carried with a nay by

Amg spoke as proponent. The school was a one-room, Amish school. Variance (a) was a request to
use the photo luminescent exit signs since the school did not provide electricity. Commissioner Von




Deylen moved to approve, with the second by Commissioner Brown. It was voted upon and carried.

regulations and that water would be available for students, moved to approve, with
Commissioner Von Deylen. It was voted upon and carried, Variance (¢) was to allow t
to be marked by photo luminescent signage, as electricity is not provided at the
Von Deylen moved to approve, with the second by Commissioner Hite. It was
Valiance (d) was (o allow hard-piped LP lights or Coleman lanterns to be i

voted upon and carried. Variance (¢) was to omit the installation of fi
Deylen moved to approve, with the second by Commissioner Hite. It

pon and carried.

16-06-09 Johnny’s Market, Indianapolis

A proponent was not available for questions. Commissioner Sch¥
Commissioner James. It was voted upon and carried.

le, with the second by

16-06-28 Indy Mart, Indianapolis

Tim Callas, J&T Consulting, spok ¢ ' . #od for a floor drain being

mmissioner Von Deylen moved to deny, with the second by Commlssmner
on and carried. Variance (b) is to allow the restroom in the building, used by

yan Fireprotection Inc., spoke as proponent. The existing shelter house has a sprinkler
n had been granted a variance for an alternative design due to lack of water on the site. The
to use the same design for the addition. Following discussion, Commissioner Brown moved to
apprt¥e, with the second by Commissioner Von Deylen. It was voted upon and carried.



16-06-31 Vortex Indoor Karting and Games, Ft. Wayne

Ed Welling, Grinsfelder Associates Architects, spoke as proponent. The owner wishes tods
existing 1960”s retail building into an A-3 occupancy for use as an indoor go-carting and

16-06-32 Park Terrace Village, Evansville

to allow the living room,
Following discussion,
was voted upon and

Melissa Tupper, RTM Consultants, spoke as proponent
internet café and bistro area in the nursing home to be
Commissioner Hite moved to approve, with the second by Co
carried.

request

16-06-33 Delta Faucet Headquarters, Cz

Christina Collester, RTM Consuljd : ellow doors which access
the interior of the building from 6 ockin dev1ce for securlty reasofs. The
deck is used only when the building is Ogk
mechanism on the push bar, would be fitte
hours. Following discussion, Commissione
Commissioner Bro voted upon and

¥  as proponent. Variances (a)(b).(c)(f)(h)(i)(j) were

en moved to approve, with the second by Commissioner Richard. It
ce {e) was to allow a two-story podium with four floors of wood

. IFD Chief Courtney Gordon and Captain Steve Rowland addressed the members of
out the increases in podiums and the challenges they produced in both public and
ollowing discussion, Commissioner Brown moved to approve with the condition that

xhausting to the outdoors. Staff had given this a no variance required rating at review.
Folicgee discussion, Commissioner Von Deylen moved to approve, with the second by Commissioner
Richnfd. It was voted upon and carried.




16-06-35(a)(b){(c) Auctions America, Auburn

Tim Callas, I&T Consulting, spoke as proponent. Also presenting was Brian Miller, Auctiq
An existing pre-engineered building, built in 1989 and purchased by the current owner i
for automobile auctions which are held for three days in the spring and four days in th

distance greater than 20 feet from all the buildings. The owner needs to hav
operations between the two sets of tents. Variance (a) was to allow the automobl %
have the batter;es disconnected Whlle in the queumg tents or to try and4 '

and (b), with the second by Commissioner Brown. It was voted
request to have the non-operational dry-pipe sprinkler system ref

panic hardware as required. Travel distance is under 200 _
smoking are allowed within the building, and the heatingd56% B A ﬁrewatch is currently
1 ' ' issioner Von Deylen
[ system be added, a firewatch

moved to approve with the condition that a fire alarm and smok :
Scheurich made the second. It

is provided at each event listed on the supplemental page. Commiss i
was voted upon and carried with two nay votes.

 at 12:05 p-m. It was
present.

Breaking and reconvening.
called back to order at 1:05 p.

em. Following discussion, Commissioner Jordan
Hite. It was voted upon and carried.

armacy Warehouse Remode], Crawfordsville

poke as proponent. The request in variance (a) was to omit the smoke
new sprinkler system using Control Mode Special Application sprinklers,
ime required by note J from Table 3206.2 in the 2015 IFC. Following
sioner Brown moved to approve, with the second by Commissioner Mitchell. It was
ied. Variance (b) was to allow the building, built in 1990, to have non-compliant fire
on the west and north side of the building. The site conditions are affected by a storm
nd existing topography, allowed in the 2012 IFC Section 3206.6 exemption, but not
2014 Indiana Fire Code. Following discussion, Commissioner Mitchell moved to approve,
ond by Commissioner Brown. It was voted upon and carried. Variance (c) was to provide fire
nt access doors on the walls which serve the portion of the building with high pile combustible
- Two additional doors were added to the west exterior wall with spacing less than 100 feet.



Following discussion, Commissioner Mitchell moved to approve, with the second by Comm1ssmner
Furnish. 1t was voted upon and carried.

16-06-38 Delaware County Futbol Club Indoor Training Cenier,

Melissa Tupper, RTM Consultants, spoke as proponent. The facility, built as
converted 10 a soccer field using Chapter 34. The request was to allow a score 0%, i

. Motion died for lack of second.
Commissioner Hite. It was voted upor

play. Following discussion, Commissioner Brown moved to
Commissioner Jordan then moved to approve, with the seco
and carried with one nay.

16-06-39(a)(b) Building Remodel for Venturi, Goshen

Fric Kanagy and Jesse Venturi, owners
being remodeled. They wished to exp
building, and a 2-hour separation bg
would be provided. An interconpé
omit the required sprinkler syst®m.
Commission. He did not object to the varial
around the open wood fired pizza oven. Fo
allow the proponent time to research venting,
Commissioner F

eth Crawfordsville, Crawfordsville

M Consulting, spoke as proponent. The request was to omit the three hour fire wall
ur fire barrier to be used instead to separate the Emergency Department addition from
f the existing hospital. The building is fully sprinklered, and a 2 hour fire barrier would be
PA 101 - Life Safety Code to separate and addition to a healthcare occupancy. Following
Commissioner Hite moved to approve, with the second by Commissioner Brown, It was voted



16-06-42 Eastview Apartments Building, Berne

Josh Barkley, builder, spoke as proponent. The request was to permit the use of a 13D s
due to a city water system which would not support the code-required 13R system. Fo
Commissioner Brown moved to approve, with the second by Commissioner Scheur
and carried.

16-06-43 Kokomo Central Middle School, Kokomo

11l between two existing buildings 1s
before the entire sprinkler system ha
,will be entirely sprinklered
ved to approve with the
oner Scheurich made

Ed Rensink, RTM Consultants, spoke as proponent. A sprinkle
being done. The request was to allow the building to be oc
been installed. The building has approximately 80% sprin
by the end of renovation in 2018. Following discussion,
condition that the building be fully sprinklered by December
the second. It was voted upon and carried.

16-06-44 Kokomo Maple Crest Middl

Ed Rensink, RTM Consultants,,
buildings is to be sprinklered, gh the
the renovations in 2017. The request is
sprinklered. Commissioner Brown move
sprinklered by December 31, 2017. Commis
carried. Commission

00 square foot i1l between two existing
sprinkiered until the completion of
before the building is fully
tion that the building be fully




years or until the building is occupied, whichever comes first. Commissioner Scheurich made the second
1t was voted upon and carried. 4

16-06-47 11939 Building, Carmel

Ralph Gerdes, Ralph Gerdes Consultants, spoke as proponent. An existing
existing two story openmg between the first and second fioors. The new tenant

NFPA 13. Following discussion, Commissioner Jordan m 1o approve, with the second by

Commissioner Furnish. It was voted upon and carried.
Commissioner Von Deylen rejoined the meeting at 2:00 p.m.

16-06-48 Butler University Student Housing Building One, Indianapolis
Ed Rensink, RTM Consultants, spoke stalled on the main
ed by code. The error
‘ . @ standpipes to remain as
installed. IFD does not object to¥the vari d in Building Two. Following
discussion, Commissioner Mitchell moved ! at the standpipes are allowed
on the main landing for Phase One only. St nediate fandings for Phase Two.

nt. Class I standpipe outlets

The traditional fire-resistive joint system will not be
i Atersect with the one-hour floor/ceiling or roof/ceiling
to be able to use overlapping gypsum board on each plane and mud-and-tape
e building will be protected by a 13R sprinkler system. Following discussion,
oved no variance required, with the second by Commissioner Von Deylen. It

Vari® (b) was to allow some areas of combusuble constrction Wlthm the Type 1IB buﬁdmg The
fuselage is made of glass reinforced plastic with firestop, with a floor of wood fiber and resin. Following



discussion, Commlsswner Brown moved to approve with the second by Comm1351oner Scheurich, It was

means of egress. Followmg discussion, Commissioner Von Deylen moved no variance requ
trainer functioned as an equipment platform. Commissioner Hite made the second. It was
carried. Variance (d) was to allow the aisle width inside the trainer to be 21 inches 4

Commissioner Von Deylen moved to approve, with the second by Commissione:
upon and carried. Variance (e) was to omit the visual notification appliances ins

ccupant count of 81 females,
mmissioner Furnish moved to

since they would be over by only six persons. Following discussio
approve, with the second by Commissioner Brown It was voted upo

restroom, it will not comply with irements. Two comphant e re adjacent to the
kitchen. Noting that the variance b e Indiana Code, not to ederal Accessibilities
Code, Commissioner Jordan mo second by Commissigfier Mitchell. It was voted
upon and carried with one nay.

the required 2-hour fire barrier to terminate at the
due to the existing configuration of the roof truss.

which does not meet current code. The equipment projecting above the car top will

6” of the nearest obstruction, the hoist beam. Code requires 6” clearance. Top of car
rements will be maintained, and the pinch point area will be marked with labels and
service mechanics or inspectors of a low overhead area. Following discussion,
er Von Deylen moved to approve with the condition that the pinch point be marked with
ignage. Commissioner Mitchell made the second. It was voted upon and carried.



16-06-54(a)(b) ) d)(eXD){g)(h) Annex 41, Terre Haute

Ralph Gerdes, Ralph Gerdes Consultants, spoke as proponent. Variances (a), (b), (¢), (e), (f)
in the “A” and “B” staff review category and eligible for block vote. Commissioner Sch

due to the number of fire walls in the facility. The building is sprinklered with a;
there are three enclosed exit stairs. Following discussion, Commissioner Schef
with the second by Commissioner Brown. It was voted upon and carried. Varia
omit the 18” clear space required for maneuvering inside the door of T
require this. Following discussion, Commissioner Von Deylen mow.
Commissioner Richard. It was voted upon and carried.

16-06-55 Ash Brokerage Headquarters, Ft Wayne

quipment for the building is
int anchors for maintenance

Ed Rensink, RTM Consultants, spoke as proponent. Mech:
located on the roof. The request was to allow the use of tie-o
personnel in lieu of the guards required by code. Following dis
moved to approve, with the seco Commissioner Von Deyle woted upon and
carried.

16-06-56 Brotherhood Mutual Remodel

proponent. One tenant space within the double
dor walls in the Type IIB Group B Occupancy
ill create a non-rated corridor, A manual
e provided. The tenants are separated by a
ared conference room to the south exit will be
ioner Von Deylen moved to approve, with the
Jordan. It was voted upon and carried.

onsultants, spoke as proponent. Two multi-purpose rooms are being
t rectory/sanctuary/office building. The existing sanctuary and one addition




16-06-58 Lighthouse Youth Ministry Center, Bunker Hill

Christina Collester, RTM Consultants, spoke as proponent. A 7,697 square foot addi

to approve with the condition that there be a posted maximum occupancy &
Von Deylen made the second. It was voted upon and carried.

expansion of student gathering space and admimstrativ ‘
separated 1995 addition, exceed the allowable areca for Type struction. The request is to

roponent. THe project is a training facility for
n an actual operating mine. Variance (a) was to
: t the building is occupied. The students wear hard
hats with i iney § ergency lighting will activate at loss of
il'the end of each corridor on three sides of the
riance (b) is to omit exit signs since they would
. (c) was to allow low ceiling heights, a frequent
ance (d) was to omit plumbing. There is no water in the mock mine, as
ce (e) is to allow non-rated corridors in order to simulate mine tunnels.
' building to not be accessible. Miners are expected to be physwally

not be prescrfhi
condition in a
I as no heat,

town made the second. It was voted upon and carried.

Commissioner

auley Community Health Center, Alexandria

man, RTM Consultants, spoke as proponent. An existing building built in the 1900°s,

who™s last know use was as a skating rink, was to be remodeled to serve as a medical clinic.



With an occupant load of over 30, 1-hour rated corridors are required by code. The request is to
omit these rated corridors. The space will be provided with a manual fire alarm systemd B dor

Commissioner Brown. It was voted upon and carried.

16-06-62(a)(b) Campaign Flats Apartments, Rushvilie

-story commercial building in an
cies to R-2 occupancy with a sma
i ween the low headroom
walls separating the
“@he building will be
Because the headroom in the
dyly rated ceiling assembly is
variance (a)
ied. Chairman

Ed Rensink, RTM Consultants, spoke as proponent. A va
historic district is being converted from M and A-3 occa
bookstore. The request in variance (a) was to allow 4
basement and the M Occupancy bookstore to be nog
bookstore from the first floor apartments to be 1-hour THg,
sprinklered per NFPA 13R and NFPA 13 for non-residential

basement is approximately 7° to the bottom of the bar joists, a pr
too difficult. Following discussion, Comrmssmner Brown moved
and (b), with the second by Commy Jordan. It was voted upd
Hawkins abstained from voting. :

16-06-63 Fluid Waste Services, Cicero

oponent. A warchouse is used to store service
re stgred on steel shelving, under 12 feet high
s to omit the required automatic sprinkler
will be provided, as well as a dry hydrant at
"he building is of noncombustible construction.
#lan moved to approve, with the second by
as voted upon and carried with one nay. Commissioners Mitchell and
 abstained.

e Morgan Farms Company, has been used as lodging for invited clients in the
k of lodging in the area, and is now being properly converted to a Class 1, R-1
request is to use Rule 13. The farm house will have a code-compliant smoke
system and smoke alarm system in the corridors, which will be monitored off-site at
ory security office which is manned 24 hours per day. The wiring has been upgraded, and



there arc three exits from the first floor of the farm house. The basement in the guest house, with
2 means of egress, one directly to the exterior, will be used by staff for laundry
Following discussion, Commissioner Jordan moved to approve 16-06-64, with these
Commissioner Richard. It was voted upon and carried. Commissioner Hawlkifis
Commissioner Von Deylen moved to approve 16-06-65, with the second
Richard. It was voted upon and carried. Commissioner Hawkins abstained.

N1SS10NEr

16-06-68 Harlan Bakeries Fresh Pack Warehouse, Avon

archouse addition will be separated
Hire resm‘uve fire wall which is no
"""" 13 system, with close
ollowing discussion,
foner Richard. Tt was

Tim Callas, J&T Consulting, spoke as proponent. A new
from the existing, non-sprinklered building with a 2-h
structurally independent. The addition will be prote
spaced sprinklers, 6” on center, provided on both &2
Commissioner Von Deylen moved to table, with the seco
voted upon and carried.

18, 540 square feet and 180
e distribution center. Two
ey are unable to determine of
is to omit the thermal barrier
requirement for (e £k Bno . discussion, Commissioner Von Deylen moved to
issi rd. It was voted upon and carried.

square feet which comply with FM 4

ommissioner Von Deylen moved to approve, with the second
voted upon and carried. Variance (b) was to allow the activity,

it will not have operational sprinklers but the remainder of the building will.
ssion, Commissioner Von Deylen moved to approve, with the second by
cheurich. It was voted upon and carried. Variance (d) was to allow temporary

withthe second by Commissioner Richard. It was voted upon and carried.




16-06-72 Plainfield Administration Building Addition, Plainfield

Ralph Gerdes, Ralph Gerdes Consultants, spoke as proponent. An addition for ad

Design Category A.
uded in Seismic Use

attachments on Short Period (0.2
Following discussion, Commissj
Commissioner Jordan. It was vg

d) Response Acceleratid
vlen moved to appro

e 1613.3.5(1)).
th the second by

16-06-76 3005 East State Blvd, Ft. Wayne

missjon that the variance should have been an
; ; ser Von Deylen moved no variance required,
with theg was voted upon and carried.

_Avas found to be an A-2. The request was to omit the sprinklers
he owner would install smoke detection and a monitored fire alarm



16-06-78 Exploration Acres, Lafayette

Patrick Grimes, PGrimes Consulting, spoke as proponent. In variance (a) the reg

ramps when the funding is available. In variance (b) the request was to ,
doors, which do not yet have panic hardware, to remain in place until fun
doors are locked in the open position during all events. Followi
Von Deylen moved to approve with the condition that the vari
Commissioner Richard made the second. It was voted upon a

16-06-26(c)(d) TAG Enterprises Inc, Ft. Wayne

1ons had been added to the
Variance ) was to allow

Tim Callas, J&T Consulting, spoke as proponent. Two paper
original filing for the laser tag facility after an RF1 had been rece

ramps are to be 60”x60” when a ¢ e.,0f direction in travel occurs. icipants are not
required to use the elevator platfi not part of the requi th of egress travel.
Variance (d) is to allow a vertig/r ) g Compliant ramps are to
be 30”. The extra rise is for discussion, Commissioner
Richard moved to approve both (a) and" issioner Scheurich. It was
voted upon and carried.

nd clarify what would be expected by the Commission when a Chapter
convert an agricultural building to a Class 1 use facility concerning the
gineer and the live load requirements when the structure was built,




being 12-7-3, and so forth. Language still needs to be changed before the next steps are taken.
Following discussion, it was decided by consensus that Chairman Hawkins and Mr nidt
should work on the document to move it forward.

9. Report on Fire Ordinances Template
Commissioner Mitchell reported the Fire Ordinance Template co
of the last person to serve on the committee, with members fro
date to begin meetings was the end of June, and notices of me
handled by staff and appear on the web site.

10. Comments

Chairman Hawkins noted he would not be attending the July ms

11. Adjournment

Calling for any further business and h clsed the meeting at 5:02

p.m.







